Graen S.PALCES Protect Our Earth

Tot Town Child Development Center
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of Tot
Town Child Development Center, 8950 Greenfield, Detroit ML, on July 27th, 2016.

The sample results taken in conjunction with this investigation are also presented
on Appendix 1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Angela
Jackson on July 22nd, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not

hesitate to contact the undersigned.

Respectfully submitted,

Michael Etters onica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification
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Appendix 1, Lab Results, Chain of Custody
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APPENDIX 1
Laboratory Results and Chain of Custody
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Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358704
8/10/2016
Customer:  G. S.‘ Group Source: Tot Town CDC, DC-01-KC-01-P
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State:M!

Date/Time Received:  8/3/2016 14:00
Collected by: M. Etters

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Leve! (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358704 Lead Only Date Printed: 8/10/2016 12:37:44 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358705
8/10/2016
Customer:  G. S. Group Source: Tot Town CDC, DC-01-KC-01-F
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Mi

Date/Time Received: 8/3/2016 14:00
Collected by: M. Etters

The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Leve! (MCL) or one of the Standards of
Quality.

“ND” This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

These test results may be used for compliance purpose as required.

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358705 Lead Only Date Printed: 8/10/2016 12:37:44 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358702
8/10/2016
Customer:  G. S. Group Source: Tot Town CDC, DC-01-CF-02-P
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State: Ml

Date/Time Received: 8/3/2016 14:00
Collected by: M. Etters

The results herein conform to TN and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resuits are available upon request. All Dates and Times are reported as U.S. Eastern Time.

Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND” This contaminant was not detected at or above our lower reporting fimit (LRL)

"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

These test results may be used for compliance purpose as required.

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358702 Lead Only Date Printed: 8/10/2016 12:37:43 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358703
8/10/2016
Customer:  G. S. Group Source: Tot Town CDC, DC-01-CF-02-F
Monica Starks . )
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State:MI

Date/Time Received:  8/3/2016 14:00
Collected by: M. Etters
The resuilts herein conform to TNI and I1SO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NAY Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

“"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF” This column indicates the contaminant dilution factor.

Report Notes:

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 358703 Lead Only Date Printed: 8/10/2016 12:37:43 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358700
8/10/2016
Customer:  G.S. Group Source: Tot Town CDC, DC-01-WC-03-P
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, Ml 48203 Source State: M|

Date/Time Received:  8/3/2016 14:00
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test resulis are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any 'Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

"Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

These test results may be used for compliance purpose as required.

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 358700 Lead Only Date Printed: 8/10/2016 12:37:42 PM



Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, M, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 358701
8/10/2016
Customer:  G. S. Group Source: Tot Town CDC, DC-01-WC-03-F
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State: Ml

Date/Time Received:  8/3/2016 14:00
Collected by: M. Etters
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected' marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)

"NA" Not Analyzed

"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.

"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.

"DF" This column indicates the contaminant dilution factor.

Report Notes:

These test results may be used for compliance purpose as required.

Analyst | Tests
JP 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd.
Page 1 of 1 358701 Lead Only Date Printed: 8/10/2016 12:37:42 PM



ational Testing

General Compliance

Labm‘aiories Ltd. Order Number: 2077784 356704
N S Order Date: 05/20/2016 |
Quality Water dvlyis  Sample Nurber MIAIT RO O
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment $:
Check #:

Date Sampled Zié_?ilé

Time Sampled :ﬂ_.m(gmmingm Please Use Mistary Time, e.g. 3.00pm = 15:00
Check Time Zone: [QéST cstmsT]PsT

i B wn CTx

H3-%z8- B2OG

Sl umibern

PWE DR (F apolicable):

Dl
f
D or Source: \DC—O |- K@-O\ - Y‘)

Sample |

Lab Comments/Spesial Instructions:

State Forms:

Source Type: [] Spring [7] Well [g/ Municipal [7] Surface

[ Other
e Petod , T

City & Sta

(f f)tﬂ’anant than Above)

S A DA,

Sample Collecied Bys
{Signature)

chel Gz

Sample Collected By: M
(Please Print)

Lab Bample Information:

Date Recelved:_ %2 1 2 )b
Time Received:_] 4 : OO
Recelved By: _EF

Sample recaipt criteria checked & accaplable.

[[] Deviations from accaptable sample recsipt criteria noted
on PSA form.

Form Completed By:

Mieh Pifzas

1% A A@ﬂﬁm.

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE REBULTS




Vational Testing
Laboratories, Lid. Order Number:
Order Date:
Quality Water Analysiy Sample Number:

1-800-458-3330 Product:

Sample Paid: No

TSR: EF
Sold To: SR

G. S. Group
Monica Starks

17800 Woodward Ave
Datroit Mi 48203

Date Sampled: / /2 Zf‘JL

Timeg gamméﬁiwggw:migm Plense Use Mitary Time, e.g 3 00pm = 15.00
Check Time Zone: [3{37 JcsTMsT]PST

Cliont Name: {eﬂ‘ 'T?)u_)n Cm

General Compliance

2077784
05/20/2016 398705

UG

Lead Only
Payment Mothod:

For Laboratory Use ONLY

Lab Accounting Information:

Payment $:

Check #:

150 GCreenpe U

Bax Humber: {3~ ¥2%- 6200

PWS ID# If applicable): ]\3} ‘&

*
Sample 1D or Source: DC_,C)‘.. K(’,..@\ - F

Lab Comments/Special Instructions:

State Formes:

Sourcs Type: [] Spring [ Wel [E/ Municipal [7] Surface

[T} Other:
- + -
City & ﬁmm;@@jﬂ;ﬁ—. t li-

{if Differant than Above)

&

Sample Collected By:

(Signature)

Sample Collected By: H\CJ‘W-— ‘ B:'ﬁ‘l ‘g

Lab Sample Information:
Date Recelved:_ & 1 3 (/&

Time Recelved:_} 5 :OD

Recelved By:____ i

Sample recsipt criteria checked & accaptable.
Deviations from accaptable samplo recaipt criteria nofed
on PSA form.

(Please Print)

H vehed Eﬁ-ZVé

Form Gompleted By:

Add G onis: . . [ - k
‘ o O&WL&A 15 G\DS%Q,Y‘{.& ’ﬁ,:é 1< gm«%‘&ﬁ (/'

N &ML{

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




General Compliance

ational Testing
Lahsramﬂes, Ltd Order Number: 2077784
: OrderDate:  05/20/2016 35870
Quality Watar vy Sample Number TN R G AR
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check #:

"7 nis

Date Sampled ©

Time Sz%mﬁimifwng o

Check Time Zone: [géST [Jest[OmsT]PST

e '“YDT N pown CDC
%950 Coreenfield
Z\3-82% - L 208

N

Sample 1D or Source: v(‘_, O\-CE- OZ"?

Eﬁnunic:pal O Surface

Plense Use Military Time, e.g 3:.00pm = 15.00

Client fam

&y Humber:

PWE IDE (i applicable)

Source Type: [] Spring [ Well
[} Other:

City & State: @d}mﬁ M‘s

(i Different than Abo
Sample Collected &M\/\/LQE, jg

ignature)

S
Sample Collected By: H:EJ’W—- { 6“2;6

(Please Print)

Form Completed By: H\‘;L&’\ %LVS

\W”TE&L%

Lab Comments/Special lnstrustions:

State Forms:

Lab Sample Information:

Date Recelved:__ 3 | = 1l&
Time Received:_ /% 0O
Recelved By: %?

m Sample receipt criteria checked & sccaptable.

Deviations from acceptable sample receipt criteria noted
on PSA form.

D

T &t Sople B2,

ML@& s o Af%\}cﬂ L4

?!(5"% (

NCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULYS




Vational Testing
Laboratmes, Ltd.

Order Date:
Q"“‘M)’ Wadter A*‘“L}’M Sample Number:
1-800-458-3330 Product:
Sample Paid: No
: EF

Sold To: TSR
G. 8. Group
Monica Starks
17800 Woodward Ave
Detroit Mi 48203

Date Sampled jm&jf&

Time Sampled: (i’w}m!mgw Piaase Use Miitary Time. e.g. 3:00pm = 1500

Check Time Zone: [{EST []CST ] MST[]PST

ame: "\ 5T T pwn O
B0 Coeeaniz
2\2-%3%- BZOO

Y

Sample ID or Source: \-cDC—’Ol -C—p2- F
Source Type: [] Spring [ Well [B/Municipal [] Surface

& Number:

PSS 108 (1 anplicable):

[ Other:
<, <
City & State: 3‘9' L}fp,:‘/ , M"
(i Different thap Above)
Sampile Collected %gfw, AN
{Signature)
Sample Collgcte M E:ﬁ'i L
{Pleass Prinl)

Form Completed By H :d,l«j gh} Vs

T Smapted i s

Order Number:

General Compliance

2077784
0512012016 398703

0 0 0 o
Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Ascounting Information:

Payment §:

Check #:

Lab Comments/Speoial Instructions:

State Forms:

Lab Samples Information:
Date Received:_ £ 1 3 1/ b

Time Received:_/ ,‘Z 00

Recelved By:___ 51

m Sample recaipt criteria checked & acceptabls.
[[] Deviations from acceptable sample recsipt criteria noted
on PSA form.

Al

Aﬁéﬁwr“{. '

“h,s 1% %m«?l.e g2,

FHogh %m_gu

INCOMPLETE INFORMATION MAY DELAY ANALYS

AMDIOR INVALIDATE RESULTS




General Compliance

Vational Testing
Laboraterses, Ltd Order Number: 2077784
Order Date:  05/20/2016  35§]W)
WG»tBF A .
Qualiy Woier Anslyis  Sample Number Eﬂhmuﬁ AR o
1-800-458-3330 Product: Lead Only
Sample Pald: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting taformation:
17800 Woodward Ave
Detroit MI 48203 Payment §:
Check #:

Date Samp e%;'72;2f“-

Time Sampled :,_M_QQMIMLQM Piease Use Milary Time, 6.9 3.00pm = 15.00
ST {JCcSTJMST}PST

o ﬁ%sif —"BT ._Yz’)\.U/\ C/DC
&S0 @runﬁ&Lk
o\%- T3E- FTLOD

D}A

Bample 1D or Source: D(’,—— OL- Wwe- 05— ?

Source Type: [7] Spring [] Well E(Municipa! [] Surface

[] Other:
,e,\‘rv LT M; p

¢ : (i nt than,
allected W\/@MD
"Cwrs

{Please Pnint)

M {A\.,u\ %’4/{5

Check Time Zone:

= Number:

PWE 1D (i applicablel

City & Bta

Sample

Sample Collected By

Form Completed By:

Lab Commonts/Special instructions:

State Forms:

Lab Sample information:
Date Recelved:__ 3 | S (1 &

Time Recelved:_} ¥ ; OO

Recelved By: Es?

Ggl Sample receipt critena checked & acceptable.
[[] Deviations from acceptable sample receipt criteria noted
on PSA form.

\%mv 4’424. dbwu?‘%) 1§ 4 A%u(z

f
S 15 %«uglé Zicl

m,b

INCOMPLETE INFORMATION MAY DELAY ANALY

&’f
wi

B AMIVOR INVALIDATE RESULTS




National Testing
Laboratories. Ltdy

QMW ) Water Analysw

1-800-458-3330 Product:

Sample Pald: No

TSR: EF
Sold To:

G. S. Group
Monica Starks

17800 Woodward Ave
Detroit Ml 48203

Time Sampled; tC’ Mwm Plaasa Use Mitary Time, e.g 3:00pm = 15:00

Check Time Zone. [WEST []CST[]MST[]PST

(:5&»3‘3”3%1% “/TM 'wan C’m

General Compliance

Order Number:
Order Date:
Sample Number:

2077784

05/20/2016 356701

R T

Lead Only
Payment Method:

For Laboratory Use ONLY

Lab Accounting Information:

Payment §:
Check #:

LASD  Bxeen Pu/L.Q

B13- BLE-BLOO

Baw Mumber:

WS 104 {if applicable): Q }n

Bample 1 or Source: ?C«- Or- We-0 '3/‘?

Lab CommentsiSpecial Instrustions:

State Forms:

Source Type: [[] Spring [] Well @/ Municipal [ Surface
[} Other.

City & State: ‘@,{?%—md? L H{

(if Different than Abova)

Sample Collected %yU\/V\/Q:D‘ K\)
. (Signature)
Sample Collected By H %VS
(Please Print)

Mawl B

Form Completed By:

Lab S8ample Information:
Date Recelved: g / 3 I/ éa

Time Received:_ /Y : OO

Received By: %

Sample recsipt criteria chacked & acceptable.

Davighons from acceptable sample receipt criteria noted
on PSA form.

a)

TS 1> Saple #3)

M&(‘ﬁ‘jal .
‘k’?gw?of‘%a«. am«%iui 5 & Aa(j[‘g,ﬂe

INMCOMPLETE INFORMATION MAY DELAY ANALYSIE ANDIOR INVALIDATE RESULTS




